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NORTH CENTRAL HIGH SCHOOL, PHASE 2 

Addendum 5 

GENERAL 

BID PACKAGE 10 – HVAC  

1. For Clarification the following specification section is included in this scope of work for reference only 
and as pertains to the coordination with plumbing subcontractor and testing and balancing: 230519 – 
METERS AND GAUGES FOR HVAC PIPING. 

2. Delete the following specification section from this scope of work: 230523 – VALVES FOR HVAC 
PIPING. By plumbing subcontractor.   

BID PACKAGE 11 – ELECTRICAL 

1. Add the following item to scope of work, Item 2: Electrical relocations and modifications at the existing 
buildings as indicated in the architectural floor plans and elevations. (Example: 2B/A7.02).  

BID PACKAGE 14 – ROOFING AND SIDING 

1. Add the following to scope of work, Item 9: Also included are column flashing boots per 17/A5.01. 

2. Add the following to scope of work, Item 12: Also included is temporary patching at gridlines H and N, 6 
and 9 roof penetrations for new structure until final roofing is installed.  
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 1 
This Addendum is hereby made a part of the Contract Documents to the same extent as though it were 2 
originally included therein. 3 
 4 

ARCHITECTURAL 5 
 6 
Specifications: 7 
 8 
SECTION 07 42 13, METAL WALL PANELS, p. 3, lineS 9-19, CHANGE TO READ: 9 
 10 
METAL WALL PANELS: 11 
 12 
Exterior Panels (Primary Metal Panel System #1):  Alply Insulated Classic metal wall panel with sill 13 
flashing and weather barrier, medium bronze painted finish, (match existing color). 14 
 15 
Exterior Panels (Metal Panel System #2):  Alply Insulated Classic metal wall panel with sill flashing and 16 
weather barrier, dark bronze painted finish, (match curtainwall finish). 17 
 18 
Exterior Metal Soffit Panels:  Metal Sales Mfg. Corporation TLC-1, 24-gage, G90 galvanized steel.  Finish:  19 
Manufacturer’s standard fluoropolymer paint; 20 

Metal Soffit Panel #1: color to be dark bronze finish (match Metal Panel System #2 color noted 21 
above). 22 
Metal Soffit Panel #2: color to be medium bronze finish (match Metal Panel System #1 color 23 
noted above). 24 

 25 
Other Exterior Walls and Screen Wall Metal Panels, (Metal Wall Panel #1):  Metal Sales, 24-gauge IC72 26 
panel.  Color to be medium bronze painted finish (match existing color, Metal Panel System #1 color 27 
noted above). 28 
 29 
Drawings: 30 
 31 
SHEET A4.11, BELOW PAVER ROOF PLAN – COMMONS LEVEL 32 

CHANGE the SLOPED PAVER SYSTEM BETWEEN COMMONS LEVEL – LEVEL 1 plan per the 33 
attached clarification drawing CA-20. 34 

 35 
SHEET 5.20, ROOF PLAZA DETAILS 36 

DETAIL 7: CHANGE the note “MTL PANEL” to read: “MTL PANEL SOFFIT #2 RUN HORIZ ON VERT 37 
FURRING, TYP” 38 
 39 
DETAIL 9: ADD the following note: “SEE DETAIL 8-THIS SHEET FOR SIMILAR FULL HEIGHT 40 
SECTION” 41 

  42 
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Prior Approvals: 1 
 2 
The following products are approved for bidding subject to review and approval of Submittals and 3 
provided the Manufacturer meets all the requirements of the originally specified product.  It shall be 4 
the initiator's responsibility to ensure that the proposed substitution is equal in every respect to the 5 
originally specified product, including but not limited to finish, size, weight, clearances, durability, 6 
maintenance, ease of operation, performance criteria, etc. 7 
 8 

SECTION 07 42 13 9 
Metal Wall Panel #1: AEP HR-36 10 
Metal Wall System #1 & #2: Kingspan Designwall 2000 11 
Metl Soffit Panel #1 & #2: AEP Prestige 12” 12 

 13 
SECTION 08 41 00 Semi-Rigid Insulation: Knauf Earthwool Insulation Board 14 

 15 
END OF ARCHITECTURAL ADDENDUM NO. 5 16 

 17 
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This Addendum is hereby made a part of the Contract Documents to the same extent as though it were 1 
originally included therein. 2 
 3 

ELECTRICAL 4 
 5 
Specifications: 6 

 7 
SECTION 27 51 11 CLASSROOM SOUND SYSTEMS: 8 
 DELETE 2.3.A.4:  Wireless Microphones Sub-System: Front Row from contract. 9 
 10 
SECTION 27 51 15 DISTRIBUTED SOUND REINFORCEMENT SYSTEMS: 11 
 REVISE 2.1.D.5:  To model #ULX, not #SLX. 12 

 13 
 14 
Drawings: 15 
 16 
SHEET E7.04, A/V DETAILS AND DIAGRAMS: 17 

ADD:  Connection for “Intercom Mute” on AV1-FP7 plate. 18 
 19 
Prior Approvals: 20 
 21 
The following products are approved for bidding subject to review and approval of Submittals and provided 22 
the Manufacturer meets all the requirements of the originally specified product.  It shall be the initiator's 23 
responsibility to ensure that the proposed substitution is equal in every respect to the originally specified 24 
product, including but not limited to finish, size, weight, clearances, durability, maintenance, ease of 25 
operation, performance criteria, etc. 26 
 27 
N/A 28 

 29 
 30 

END OF ELECTRICAL ADDENDUM NO. 5 31 


